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Bruce RO~ .nsOn Chocorua eadows Association

429 Hollo Hill Road

Tamworth NH 03886

~amworth- Public Water System: Chocorua Meadows (EPA# 2312070)Subject

Dear Mr. ~obinson

The recor s of the Department of Environmental Services (DES) show that the Choco I

Meadows ater system is classified as a public water system (PWS), as defined by RS 485:1-a.
A PWS is efined as any water system supplying 15 or more services, or 25 or more p ople for
60 or mor days a year .As such, the PWS owner is required to submit chemical samp es
according o the system's established sampling schedule to the State Laboratory or a St te-
certified I~boratory in compliance with NH Administrative Rule Env-Ws 326.

DES recots show that the PWS has exceeded the maximum contaminant level (M r > for
Fluoride defined in Env-Ws 316.01 and as a result a violation has occurred for the llowing

complianc period:

2nd Quarter 2002

DES belie~es the MCL violation can be corrected and future violations prevented by tt ing the

following ~ctions:

prtide appropriate alternate (i.e. bottled) water at areas accessible to consumr s until

th violation is corrected. If bottled water is used, the source must be an appro ed

so ce, monitored in accordance with Env- Ws 389; and

p~ rsuant to NH Administrative Rule Env-Ws 351, all consumers must be noti 1 ed of the

ex eedence folJowing the guidelines in the enclosed public notice handout. Pr vide

pr of of public notice to this office within 10 days of issuing the public notice.
C ntinue providing public notice for as long as the exceedence occurs; and

')

3 B~ June 28, 2002, retain the services of a qualified consultant to address the ~ter
q*lity violation and notify DES, in writing, of the name of the consultant hire~; and
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4. By July 31,2002, submit to DES for approval the consultant's report, which shall
contain the consultant's recommendations, along with an implementation schedule to
correct the MCL violation. The report must also include a maintenance sche(!iule for any
proposed treatment process/equipment. DES must approve the consultant's :

report/recommendations, the maintenance schedule. and the proposed implementatio
schedule prior to any work bein~ done on the system; and

5. By the DES-approved correction date, correct the violation or install treatment as
approved by DES. Notify DES in writing of the correction(s) taken; and

6. Continue to sample in accordance with your Master Sampling Schedule.

In the event compliance is not achieved within this period, DES may take further enforcement
action, including issuing an order requiring the deficiencies to be corrected, initiating an
administrative fine proceeding and/or referring the matter to the NH Department of Justice for
imposition of appropriate penalties.

The written report as requested above should be addressed as follows:

Alan Leach
Department of Environmental Services

Water Supply Engineering Bureau
6 Hazen Drive, PO Box 95
Concord, NH 03302-0095

Please contact Selina J. Makofsky by phone at (603) 271-4109 or email at
smakofsky@des.state.nh.us or Alan Leach by phone at (603) 271-2854 or email at
aleach@des.state.nh.us should you have any questions about the requirements listed in this
letter.
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P. Oiunta, p .0., Administrator

Water Supply Engineering Bureau

Enc. Public Notice Template: Fluoride MCL Violation
Fluoride Fact Sheet

~chen Rule, DES Legal Unit (w/o enc.)
John Robel1S, Town ofTarnworth Health Officer (w/o enc.)
Dave Gordon, DHHS Health Risk Assessment Bureau (w/o enc.)
Robert Carleton, Primary Operator (w/enc.)
US EPA Region I (w/o enc.)
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